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LEGALNOTICEDISCLAIMER

This document and the contents of all materials available from this document (the “Content”) are subject to
copyright (including patent protection) by SILVAIR, unless otherwise indicated. Copyright is not claimed as to any
part of the intellectual property owned by Bluetooth SIG, Inc. Product names andmarkings noted hereinmay be
trademarks of their respective owners. Accordingly, the Content may not be republished in anywaywithout the
prior written consent of SILVAIR. In doing so, youmay not remove or alter, or cause to be removed or altered, any
copyright, trademark, trade name, service mark, or any other proprietary notice or legend appearing on any of
the Content. Modification or use of the Content except as expressly provided herein violates SILVAIR’s
intellectual property rights. Neither title nor intellectual property rights are transferred to you by access to this
document.

The information provided in this document is provided “AS-IS” and SILVAIR specifically disclaims any and all
express, implied or statutory warranties, including the implied warranties of fitness for a particular purpose, and
of merchantability and against infringement. No person is authorized tomake anywarranty or representation on
behalf of SILVAIR concerning the performance of the described services or information. The user of the
document assumes all responsibility and liability for proper and safe handling of the goods and services. Further,
the user indemnifies SILVAIR from all claims arising from the handling or use of the goods and services. It is the
user’s responsibility to take any and all appropriate precautions with regard to electrostatic discharge and any
other technical or legal concerns. Users handling electrostatic discharge installation must have appropriate
electronics training and observe good standards of engineering practice. Except as expressly indicated in writing,
SILVAIR services are not designed for use in medical, life-saving, or life-sustaining applications or for any other
application in which the failure of the SILVAIR service could result in personal injury or death. The information
contained in this document may not be used contrary to applicable law or any purpose other than specified in the
document i.e. for a lighting control solution.

Unless otherwise specified in the writing, to the maximum extent permitted by applicable law. SILVAIR SHALL
NOT BE RESPONSIBLE OR LIABLE TO ANYBODY FOR ANY DIRECT or INDIRECT, SPECIAL, INCIDENTAL,
PUNITIVE, OR CONSEQUENTIAL DAMAGES, INCLUDING, BUT NOT LIMITED TO, LOSSOF REVENUES, LOSS
OF PROFITS OR LOSS OR INACCURACY OF DATA, EVEN IF ADVISED OF THE POSSIBILITY OF SUCH
DAMAGES, OR INCURRED IN USING THIS DOCUMENT OR SILVAIR’S SERVICES AND/OR PRODUCTS.
SILVAIR’S CUMULATIVE LIABILITY FOR ANY AND ALL DAMAGES IS LIMITED TO THE AMOUNTS PAID TO
SILVAIR BY THE USER IN THE LAST 12 (TWELVE) MONTHS FOR THE PARTICULAR PRODUCTS AND/OR
SERVICES WITH RESPECT TO WHICH A CLAIM IS MADE. SILVAIR HAS AGREED WITH THE USER THAT
THESE LIMITATIONS WILL SURVIVE AND APPLY EVEN IF ANY LIMITED REMEDY SPECIFIED IN THIS
AGREEMENT IS FOUNDTOHAVE FAILEDOF ITS ESSENTIAL PURPOSE.

The parameters provided in this document may vary over time. All operating parameters, including typical
parameters, must be validated by each customer’s technical experts.

Except as expressly indicated in writing, no license, express or implied, to any intellectual property rights is
granted by this document or by any conduct of SILVAIR.

The document and information provided in this document is proprietary to SILVAIR, and unless otherwise
indicated in writing, SILVAIR reserves the right tomake any changes to the information in this document or to any
products and services at any timewithout notice.

The document as well as the rights and obligations of SILVAIR and of the user of the documentation and/or
SILVAIR’S services hereunder shall be governed by Polish regulations. The user of the document and SILVAIR
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agree to submit to the exclusive jurisdiction of, and venue in, the courts of Krakow, in any dispute arising out of or
relating to this agreement. The application of the “United Nations Convention on Contracts for the International
Sale of Goods” is hereby excluded. All required or permitted notices to Silvair under this document will bemade
in writing, make reference to this document, and be delivered by hand, or dispatched by prepaid air courier or by
registered or certified airmail, postage prepaid, addressed as follows:

SILVAIR Sp. z o.o.
ul. Jasnogórska 44
31-358 Kraków
Poland
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1. Introduction
This document deals with the correct configuration of complex lighting installations. An installation is complex if

it meets at least one of these criteria:

● There are issues with the lighting control functions.

● There aremore than approximately 200 devices.

● At least some devices are placed along a straight line.

● Distances between devices are longer than 60% of the radio range of the devices.

● Daylight harvesting scenario is used.

● A gateway is usedwith energy/occupancymonitoring, scheduling, or automated demand response.

The performance of amesh network depends on the complexity of the project. For example, a network
canwork correctly with a very simple lighting profile (manual On/Off) even if there aremore than 200
devices. But whenmore factors are involved, such a large network can have performance issues.

2. Large installations

2.1 Network traffic

In a lighting installation based on the Bluetoothmesh network, devices constantly send and receivemesh

messages. Relays send thesemessages further into the network. The traffic depends on the number of devices

and relays. Also, to increase the delivery rate (delivery of information between devices), messages are

retransmitted which further increases the traffic. And if the network is large, the traffic will also be large.

Relays multiply the number of messages sent from devices and then send themessages to the distant parts of the

network. Moremessages sent andmore relaying increases the reliability of the network. But it also increases the

overall traffic and thus the interference, which in the end reduces the delivery rate. As a result, some lighting

scenarios may not work as expected. Large traffic can also result in incorrect data collected bymonitoring

systems.

2.2 Using areas

To reduce the problem of network traffic, use areas. Areas divide installations into smaller parts, which reduces

traffic and increases the performance of the network.

Traffic in one area is logically separated from traffic in another area. Thus, it is easier to handlemeshmessages

and their repetitions.When areas are used, the number of meshmessages sent by a device does not change, but

themessages are confined to the area.

If you divide a large installation into areas, the delivery rate for all devices increases and thus the quality of the

mesh network. Each area has a plan (floor plan or site plan) and zones, each with a separate profile. Devices from

one area cannot control devices in other areas through zone linking. Zones can be linked only with zones in the

same area. Linking the zones between different areas is not possible.
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The figure on the left shows a large grid installation that has problemswith the delivery of messages between

devices. There is large network traffic and only one area. As a result, the red devices do not receivemesh

messages. The figure on the right shows the same installation, but divided into two areas. As a result, the delivery

rate is much improved.

Large grid installationwith one area Large grid installationwith two areas

2.3 Setting up areas in new projects

Silvair web app

1. Create a project with some areas so that each area will have fewer than approximately 200 devices.

Silvair mobile app

2. Add devices to different areas created in the web app. For example, if you have 300 devices on

floor 1, add 150 devices to the area EAST 1. Then, add another 150 devices to the areaWEST 1.

Do not addmore than approximately 200 devices to one area.
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2.4 Setting up areas in existing projects

Areas are available in all projects starting from the project version 201908. If you have a project withmore than

approx. 200 devices, continue as follows.

Silvair web app

1. Make sure that the project version is 201908 or later. For information about how to update projects, see

SN-200 Silvair Commissioning user manual.

2. Create some areas so that each area will have fewer than approximately 200 devices.

Silvair mobile app

3. Remove devices from areas withmore than approximately 200 devices.

4. Add devices to different areas created in the web app. For example, if you have 300 devices on

floor 1, add 150 devices to the area EAST 1. Then, add another 150 devices to the areaWEST 1.

Do not addmore than approximately 200 devices to one area.

2.5 Replay protection list

Eachmessage sent in the Bluetoothmesh network consists of a source and destination address and a sequence

number. To be protected from replay attack, each devicemust remember the last seen sequence number for each

source address of the sender. The list of that information is called a replay protection list (RPL).

Each Bluetoothmesh device (controller, sensor, mobile device) has its own RPL. A device with the Silvair firmware

has an RPL of the following size:

● 126 for firmware version 2.13 and earlier,

● 255 for firmware version 2.14–2.17,

● 350 for firmware version 2.18 and later.

The RPL size limits the number of devices a device can subscribe to, that is, the number of devices that control the

device. This means that it limits the number of devices in the zone and the number of devices in the linked zones.

Example limits (where firmware version is 2.18 or later, approximately 10% of devices are relays, and there are

twomobile devices):

● For one zonewith no linking but with a daylight harvesting scenario – approx. 160 deviceswhere each

device is a sensor-controller.

● For two similar zones linked together andwith a daylight harvesting scenario – approx. 100 devices.

● For one zonewith amanual control – approx. 3400 devices due to the RPL limit, but approx. 200 devices

due to themaximum number of devices in the area.

It is possible to calculate howmany slots in the RPL of eachmesh device are used. Knowing this number can

prevent RPL attacks and blocking the RPL. If the RPL of a device is full, the device will not be able to receive any

moremeshmessages. The RPL of each device is persistent and periodically cleaned.
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2.6 Calculating the number of slots used in the RPL of a device

𝑅𝑃𝐿 = 𝑁
𝑀𝑜𝑡𝑖𝑜𝑛𝑆𝑒𝑛𝑠𝑜𝑟

+  𝑁
𝑆𝑤𝑖𝑡𝑐ℎ

+ 𝑁
𝐿𝑢𝑚𝑖𝑛𝑎𝑖𝑟𝑒

+ 𝑁
𝐴𝐿𝑆

+ 𝑁
𝑅𝑒𝑙𝑎𝑦𝑠

+ 5 · 𝑁
𝑀𝑜𝑏𝑖𝑙𝑒

𝑁
𝑀𝑜𝑡𝑖𝑜𝑛𝑆𝑒𝑛𝑠𝑜𝑟 Number of motion sensors that control the device from the same or a linked zone.

 𝑁
𝑆𝑤𝑖𝑡𝑐ℎ Number of switches that control the device from the same or a linked zone.

𝑁
𝐿𝑢𝑚𝑖𝑛𝑎𝑖𝑟𝑒 Number of luminaires in the zone if the zone uses daylight harvesting scenario.

𝑁
𝐴𝐿𝑆 Number of ambient light sensors (0 or 1) if the zone uses daylight harvesting scenario.

𝑁
𝑅𝑒𝑙𝑎𝑦𝑠

Number of relays in the direct radio range if the project version is 202101 or later and the
firmware version is 2.20 or later.

𝑁
𝑀𝑜𝑏𝑖𝑙𝑒 Number of mobile devices (up to 5) used to commission devices in the zone.

2.7 Recommendations for large installations

● Divide projects into areas so that no area hasmore than approximately 200 devices.

○ Divide projects of 300 devices into two areas of 150 devices.

○ Divide projects of 400 devices into two areas of 200 devices.

○ Divide projects of 600 devices into three areas of 200 devices or into four areas of 150 devices.

● Divide areas into zones.

● Use devices with firmware version 2.18 or later.

● Take into account the factors that contribute to the RPL of a device.

● Do not use zone linking so that one zone is controlledmanually frommore than 28 zones. Themore

links a zone has, the fewer devices can be added to the linked zones. The devices in the linked zones

also contribute to the RPL of a device.
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3. Linear installations
If an installation is linear, devices communicate in one direction and in a straight line. In linear installations the

distance between devices can be long, for example 30meters. Such a distance requires some devices to be set up

as relays manually.

Relays play a very important role in lighting installations. They sendmeshmessages further, which increases the

range of messages. If relays are incorrectly placed and devices are not in range of at least one relay, themesh

network will be disjointed andwill not work correctly. See the examples that follow.

Correct placement of relays Incorrect placement of relays

The distance between devices is approximately 10meters.

Radio range is approximately 35m.

Relays are set upmanually using the Silvair mobile app

so that each relay is in radio rangewith the next relay.

One relay was set up automatically. Some devices are

not in the radio range of the relay.

Messages can be sent further into the network. Some devices do not receivemessages and are not part

of the network.

Lighting control will work correctly. Lighting control will not work correctly.

Even if relays are set up correctly, devices in linear installationsmight encounter message reception issues
due to the lack of redundant transmission paths. To address this, divide the installation into smaller zones.
If issues persist, please send a request to Silvair Support to optimize the configuration of the network.
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3.1 Setting a device to act as a relay

When you add devices to a zone, approx. 10% of them are automatically set up as relays. In linear
installations this will not work, especially if the distance between devices is long.

Silvair mobile app

1. In the Silvair mobile app, go to the project, area, and zone.

2. Tap the device youwant to act as a relay (iOS/iPadOS), or tap to

open the context menu (Android).

To find the particular device, tap next to a device
name tomake the device flash.

3. Tap theRelay toggle switch tomove it to the right (iOS/iPadOS) or

tap Enable Relay (Android).

4. Repeat steps 2–3 for the rest of devices that must act as a relay.

3.2 Recommendations for linear installations

Set up relays manually in the Silvair mobile app.

Place relays so that each device is in range of at least one relay.

Take into account the distance between devices. Long distance requires more relays to be set up
in the zone.

Create smaller zones.

Do not rely on automatically set up relays.

Do not set up a device to act as a relay and as a static proxy at a time. If you combine these
functions, the performance of the device will decrease.

Do not position relays close to each other.
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4. Installations with a gateway

A gateway is required only in installations that use the following services: energymonitoring, occupancy
monitoring, scheduling, or automated demand response.

A gateway is a device that allows you to schedule events and collect data fromBluetoothmesh lighting networks.

The collected data is then sent to the Silvair Cloud, fromwhere it can be viewed and analyzed. One gateway can

schedule events in multiple areas andmonitor energy/occupancy in amesh network of up to approx. 200 devices.

Because gateway performance is limited, one gateway canmonitor energy or occupancy of up to approx.
200 devices in all areas. If the gatewaymonitors more than 200 devices, the reportingmay not be correct.

More than 200 devices can be scheduled, but each areamust not havemore than approx. 200 devices.

The number of gateways used in an installation depend on:

● Number of mesh devices in the areas.

● Building construction and arrangement of zones in the building.

● Services used (monitoring, scheduling, or automated demand response).

Consider the arrangement of areas in the project. If there is more than one area, the gatewaymust have a direct

connection to at least one device in each controlled area. If there is a poor or no connection between the gateway

and a controlled area, the gatewaymay not work in this area but it maywork in another.

Correct placement of gateways Incorrect placement of the gateway
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5. Frequently asked questions
Can relays from one area routemesh traffic for another area?

No. Relays in one area will only route traffic from devices in that area. In the following case, we recommend that

you add the isolated device to the blue area.

Do I always have to create separate areas inmy project?

No. If you have an installation with fewer than approximately 200 devices, you can have all of them in one area.

Does zone linkingworkwith zones in different areas?

No. Zone linking works only between zones in the same area.

I have a networkwith 700 devices. Can I divide it into two areas of 350 devices each?

No.We do not recommend this. For an area where each device is a sensor-controller, 350 devices is toomany.

In this case we recommend that you use at least four areas with nomore than approximately 200 devices in each

area. Make sure that all devices in each area are in the Bluetoothmesh range.

Do I need a gateway for areas towork?

No. A gateway is required only when you use energy/occupancymonitoring, scheduling, or automated demand

response in that area.

Is themaximumnumber of devices in an area 200?

No. 200 devices is an estimate. In some cases a network of more than 200 devices will work correctly without

dividing it into smaller areas. But the correct function of a network depends on such factors as: types of sensors

used, publishing frequency of sensor data, arrangement of devices, and environmental conditions (wall thickness,

ceiling thickness, and constructionmaterial).
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6. Document revisions

Revision Date Editor Changes

3.3 18March 2024 GM Updated RPL limits information. Added a note and updated best practices

for linear installations.

3.2 16November 2023 GM Added how to enable the relay function on Android. Minor edits.

3.1 8 February 2023 GM Corrected themaximum number of zones that canmanually control

another zone to 28.Minor edits.

3.0 30 June 2022 GM Changed the name of the document. Redrafted the document. Removed

some sections and added some others. Unified the terminology. Changes

to Replay Protection List and RPL calculation. Removed outdated

information. Corrected the figures and recommendations.

2.3 16December 2021 IK Previous revision.
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Contact information

Support:

Business development:

For more information please visit:

support@silvair.com

business@silvair.com

www.silvair.com

Our offices:

Europe

ul. Jasnogórska 44

31-358, Kraków

POLAND

North America

717Market Street, Suite 100

San Francisco, CA 94103

USA
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